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Lightning Alert Pictogram* 
 

Skookumchuck Wind Project 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
*Due to time constraints necessary for main crane activities to cease, the main crane is to be 
called down at the 30 mile warning. All other crane activities are to remain alert for a 10-mile 
lightning warning.  Cranes are not considered likely targets for lightning strikes above any other 
object. 
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Appendix 6 – Site Maps 

Skookumchuck Wind Project 
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Appendix 7 – Primary Occupational Health Clinic Map and Directions 

Skookumchuck Wind Project 
 

 MultiCare Indigo Urgent Care 
5128 Yelm HWY SE E 

Lacey, WA 98503 
360-763-7040 

 
 

1. Start at 16340 Vail Loop Rd SE 
2. Head south toward Vail Loop Rd SE 
3. Take Vail Cut Off Rd SE and Rainier Rd SE to Yelm Hwy SE in Lacey 
4. Turn right onto Vail Loop Rd SE 
5. Continue straight onto Vail Cut Off Rd SE 
6. Turn right onto WA-507 N/Binghampton St 
7. Turn left onto Minnesota St N 
8. Minnesota St N turns slightly left and becomes Rainier Rd SE 
9. At the traffic circle, take the 2nd exit and stay on Rainier Rd SE 
10. Turn right onto Yelm Hwy SE 
11. Make a U-turn at Parkside Dr SE 
12. End at MultiCare Indigo Urgent Care 
13. ~23 minutes travel time. 
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Appendix 8 – Alternate Occupational Health Clinic Map and Directions 

Skookumchuck Wind Project 
 

 U.S. HealthWorks Urgent Care 
3928 Pacific Ave. SE 

Lacey, WA 98503 
360-455-1350 

 
 

1. Start at 16340 Vail Loop Rd SE 
2. Head south toward Vail Loop Rd SE 
3. Take Vail Cut Off Rd SE, Rainier Rd SE and College St SE to Pacific Ave SE in Lacey. 

Turn left onto MN-23 E. 
4. Turn right onto Vail Loop Rd SE 
5. Continue straight onto Vail Cut Off Rd SE 
6. Turn right onto WA-507 N/Binghampton St 
7. Turn left onto Minnesota St N 
8. Minnesota St N turns slightly left and becomes Rainier Rd SE 
9. At the traffic circle, take the 2nd exit and stay on Rainier Rd SE 
10. Continue onto College St SE 
11. At the traffic circle, continue straight to stay on College St SE 
12. Turn left onto Pacific Ave SE 
13. At the traffic circle, take the 2nd exit and stay on Pacific Ave SE 
14. End at U.S. HealthWorks Urgent Care 
15. ~32 minutes travel time. 
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Appendix 9 – Trauma Center Map and Directions 

Skookumchuck Wind Project 
 

Providence St. Peter Hospital 
413 Lilly Rd NE 

Olympia, WA 98506 
360-491-9480 
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1. Start at 16340 Vail Loop Rd SE 
2. Head south toward Vail Loop Rd SE 
3. Take Vail Cut Off Rd SE, Rainier Rd SE and Wiggins Rd SE to 10th Ave NE in Olympia 
4. Turn right onto Vail Loop Rd SE 
5. Continue straight onto Vail Cut Off Rd SE 
6. Turn right onto WA-507 N/Binghampton St 
7. Turn left onto Minnesota St N 
8. Minnesota St N turns slightly left and becomes Rainier Rd SE 
9. At the traffic circle, take the 2nd exit and stay on Rainier Rd SE 
10. Turn left onto Yelm Hwy SE 
11. Turn right onto Wiggins Rd SE 
12. Continue onto 27th Ave SE 
13. Turn right onto Hoffman Rd SE 
14. At the traffic circle, take the 1st exit onto 18th Ave SE 
15. At the traffic circle, take the 2nd exit onto Fones Rd SE 
16. Turn right onto Pacific Ave SE 
17. Use the left 2 lanes to turn left onto Lilly Rd SE 
18. Continue on 10th Ave NE to Providence St. Peter Hospital Olympia 
19. ~37 minutes travel time 
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Appendix 10 – Utility Strike Emergency Response  

Skookumchuck Wind Project 

 

General Requirements 

1. If any services are damaged, the work shall immediately stop and inform RES, who shall 
contact the utility Owner to advise them of the situation. (See- 6. Phone List) 

2. If there is a spill associated with the strike, follow Spill Response procedures outlined in 
the Spill Prevention, Control, and Countermeasure (SPCC) Plan. 

3. In the event of a potential gas, natural gas, petroleum or propane utility strike: 

a) Check for the following signs of a leak: 

• Hissing, roaring, or explosive sound 

• Flames appearing from the ground or water. 

• Vapor cloud/fog/mist. 

• Dirt/debris/water blowing out of the ground. 

• Liquids bubbling up from the ground or bubbling in water. 

• Distinctive, unusually strong odor of rotten eggs, skunk, or Petroleum. 

• Discolored/dead vegetation or snow above a pipeline right‐of way. 

• Oil slick or sheen on flowing/standing water. 

b)   If there is a leak, stop work and evacuate the area to an upwind location and away 
from vapor clouds and flames. 

c) Abandon equipment used in/near area. 

d) Call RES Safety/Management on RES channel 1. 

e) RES office to notify 911 if applicable. 

f) Don't do anything that could create a spark. 

g) Keep employees, vehicles, and members of the public 1000’ away from the area.  Note: 
RES Safety, EMS, Security and Supervision to perform this function. 

h) Barricade the area if necessary. 

i) Stay upwind of blowing gas. 

j) Do not try to extinguisher a gas burning fire prior to shutting off supply, unless there is a 
threat to life. 

k) Never attempt to operate pipeline valves, as this could prolong/worsen incident or 
cause another pipeline leak. 

l) Start 1000’ out from the strike location, and while walking towards the strike, assess the 
air quality using a 4-gas meter. 

m) While walking towards the strike location, if the 4-gas meter alarms, evacuate the area. 
Do not return to the strike location or authorize employees to access the strike location 
until the utility owner verifies that it is safe to enter the area. 

n) If the 4-gas meter does not alarm, continue to walk towards the strike location assessing 
the air quality and document equipment readings on the JHA (Job Hazard Analysis). 



 

 

4. In the event of an electrical utility strike: 

a) Stop work immediately and warn all persons in the vicinity, including emergency and 
rescue personnel, that the ground and objects near the excavator, and equipment 
around the point of contact, may be energized. 

b) Contact the electrical utility operator and fire department immediately if a radio or 
phone is at hand. Otherwise, the operator must remain still and signal for help to relay a 
call for utility and emergency assistance. 

c) The operator must remain on the excavator or equipment.  

d) Personnel on the ground near the equipment involved or point of contact should remain 
still with both feet together. Don't touch the excavator, nearby equipment, structures 
or material. 

e) Evacuate the excavator and the area near the point of contact only after an official of 
the electric utility deems it is safe to do. 

f) If immediate evacuation is required due to threat of serious injury from fire, explosion 
or other hazard: 

(1) Jump - not step - clear of the equipment and land with both feet together Move 
a safe distance away (at least 25 to 30 feet) using short hops or shuffling steps to 
keep both feet together. 

(2) Do not take normal, walking steps. 

g) Do not try to disentangle cables from excavator buckets. 

h) Do not resume work until an electric utility official confirms the site is safe. 

5. In the event of a telecommunications strike: 

a) Stop excavation and secure the area. 

b) Notify facility owner of the potential damage to copper/fiber cable. 

c) Do not examine or stare into broken/severed/ disconnected fibers/fiber cable. 

d) Move a safe distance away from a damaged fiber system (always assume that a laser 
signal is present). 

e) Place barricades around the fiber damage location to protect others from exposure. 

f) Do not view broken fiber cables with any optical instruments. 

 

 

 

 

 

 

 

 

 

 

 



 

 

 

Apéndice 10 - Respuesta de Emergencia de Huelga de Utilidad (Spanish) 

Requerimientos Generales 

1. Si algún servicio está dañado, la obra se detendrá inmediatamente e informará a RES, 

quien se pondrá en contacto con el Propietario para informarle de la situación. (Ver-6. 

Lista de teléfonos) 

 

2. Si hay un derrame asociado con la huelga, siga los procedimientos de Respuesta al 

Derrame descritos en el Plan de Prevención de Derrames, Control y Contramedidas 

(SPCC). 

 

3. En caso de una huelga potencial de gas, gas natural, petróleo o propano: 

a) Compruebe los Lineas por signos de tener agujeros 

• Sibila, rugido o sonido explosivo 

• Las inciendos que aparecen desde el suelo o el agua. 

• Nube de vapor / niebla / niebla. 

• Suciedad / residuos / agua soplando fuera del suelo. 

• Líquidos burbujeando desde el suelo o burbujeando en agua. 

• Olor distintivo, inusualmente fuerte de huevos podridos, mofeta o petróleo. 

• Vegetación descolorida / muerta o nieve sobre un derecho de paso de tubería. 

• Mancha de aceite o brillo en el agua corriente / estancada. 

b) Si hay una fuga, detenga el trabajo y evacúe el área a una posición contra el viento y 

lejos de las nubes de vapor y las llamas. 

c) Abandonar el equipo utilizado en / cerca del área. 

d) Llamar a la seguridad / gestión de RES en el canal RES 1. 

e) Oficina de RES para notificar al 911 si es aplicable. 

f) No haga nada que pueda crear una chispa. 

g) Mantenga a los empleados, vehículos, y miembros del público 1000 'lejos de la zona. 

Nota: Seguridad RES, EMS, Seguridad y Supervisión para realizar esta función. 

h) Barricada el área si es necesario. 

i) Manténgase al viento contra el soplado de gas. 

j) No intente extinguir un incendio de gas antes de cerrar la fuente, a menos que haya 

una amenaza a la vida. 

k) Nunca intente operar las válvulas de la tubería, ya que esto podría prolongar / 

empeorar el incidente o causar otra fuga en la tubería. 

l) Comience 1000’ pies desde el lugar de la huelga, y mientras camina hacia la huelga, 

evalúe la calidad del aire usando un medidor de 4 gases. 

m) Mientras camina hacia la localización de la huelga, si el medidor de 4 gases avisa, 

evacúe el área. No regrese al lugar de la huelga ni autorice a los empleados a acceder 

al lugar de la huelga hasta que el propietario de la utilidad compruebe que es seguro 

entrar en el área. 

n) Si el medidor de 4 gases no se alarma, continúe caminando hacia la ubicación de la 

huelga, evaluando la calidad del aire y las lecturas del equipo de documentos en el 

JHA (Análisis de riesgos laborales) 

 



 

 

4.  En caso de una huelga de electricidad: 

a) Detener el trabajo inmediatamente y advertir a todas las personas cercanas, 

incluyendo al personal de emergencia y de rescate, que el terreno y los objetos cerca 

de la excavadora y el equipo alrededor del punto de contacto puedan estar 

energizados. 

b) Comuníquese inmediatamente con el operador de la compañía de electricidad y el 

cuerpo de bomberos si tiene una radio o un teléfono a mano. De lo contrario, el 

operador debe permanecer quieto y señalar ayuda para transmitir una llamada de 

utilidad y asistencia de emergencia. 

c) El operador debe permanecer en la excavadora o equipo. 

d) El personal en el suelo cerca del equipo involucrado o del punto de contacto debe 

permanecer inmóvil con ambos pies juntos. No toque la excavadora, el equipo 

cercano, las estructuras o el material. 

e) Evacuar la excavadora y el área cercana al punto de contacto sólo después de que un 

funcionario de la compañía eléctrica considere que es seguro hacerlo. 

f) Si se requiere una evacuación inmediata debido a amenaza de lesión grave por 

incendio, explosión u otro peligro: 

(1) Saltar - no bajar - alejarse del equipo y aterrizar con ambos pies juntos Mueva 

una distancia segura (por lo menos 25 a 30 pies) usando saltos cortos o pasos de 

barajadura para mantener ambos pies juntos en todo momento 

(2) No tome pasos normales, caminando. 

g) No trate de separar los cables de los cubos de la excavadora. 

h) No reanudar el trabajo hasta que un funcionario de la electricidad confirme que el 

sitio es seguro. 

 

5. En caso de huelga de telecomunicaciones: 

a) Detengan la excavación y asegure el área. 

b) Communique lo danado  del los cables 

c)  No examine los cables con tus ojos si estan defectosos 

d) Asegure distancia del cable defectoso 

e) Construje barricadas a la aria donde esten los cables defectosos. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

 

Appendix 11 – Active Shooter Response 

 

Skookumchuck Wind Project 

General Requirements 

1. In the event of an active shooter, affected employees shall immediately stop working. 

2. Call 911 – (from an area of safety or concealment) and provide as much of the 
following information as possible: 

• Description of suspect(s) and possible location. 

• Number and the types of weapons. 

• Suspect’s direction of travel. 

• Location and condition of any victims. 

3. Evacuate – If there is an accessible escape path, attempt to evacuate the premises.  
Be sure to: 

• Have an escape route and plan in mind. 

• Evacuate regardless of whether others agree to follow. 

• Leave your belongings behind. 

• Help others escape, if possible; 

• Prevent individuals from entering the active shooter area; 

• Keep your hands visible; 

• Follow the instructions of any police officers; 

• DO NOT attempt to move wounded people; 

• Call 911 when you are safe. 

4. Hide – If evacuation is not possible, hide   

Your hiding place should: 

• Be out of the shooter’s view. 

• Provide protection from gunshots, such as behind a heavy desk. 

• If you trap you or restrict your options for movement (broom closet). 

o Lock the door. 

o Block the door. 



 

 

o Silence cell phones. 

o Remain Quiet. 

5. Fight – If no other options exist, and there is imminent/immediate danger to yourself, 
take direct action against the shooter: 

• Remain calm. 

• If you have not already done so, call 911 and leave the line open. 

• Commit to your actions. 

• Act as aggressively as possible against the shooter. 

• Move with speed and force.  Improvise weapons if time permits. 

• Continue to fight until the shooter is physically incapacitated. 

6. Evacuate – Priority is always to evacuate. Once shooter is incapacitated leave the area 
immediately, taking as many people as possible with you. 

• Keep hands visible. 

• Do not group together once outside the building, in the event of a second 
shooter. 

• Follow all commands of law enforcement officials. 

7.   Regroup - When possible and safe to do so, account for all personnel and report this 
information through one person to law enforcement. 

8. Report – As soon as possible and practical, report the incident through the EDF 
reporting chain (immediate Supervisor, Manager, and Area Manager). 
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